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Description

Current generation refractory and thermocouple materials used in slagging gasifiers
employed in integrated gasification combined cycle (IGCC) power systems have

CONTACTS unacceptably short service lives, limiting the reliability and cost-effectiveness of
gasification as a means to generate power. Premature refractory failure results from

Gary ). Stiegel the extreme environment inside an operating gasifier, where materials are attacked
Gasification Technology Manager by residual ashes and corrosive gases at high temperature. As a result of these severe
National Energy Technology conditions, the best of the refractory liner materials available today have a predicted
Laboratory service life of no more than two years. Actual service lives tend to be shorter in duration.
626 Cochrans Mill Road
P',O - Box 10940 Thermocouple life in a gasifier is even shorter than that of the refractory lining,
Pittsburgh, PA 15236-0940 . . . . .
412-386.4499 with a typical service life ranging from 45 days to four months. As a result, long-

term reliable temperature measurement within a gasifier is problematic, making
process control difficult. Like the refractory lining, thermocouple failure is typically
the result of exposure to the harsh operating environment inside the gasifier.
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To identify modes of failure in the gasification environment, the project will investigate

the mechanisms of material failure as a first step toward identifying/developing
ways to extend the lifetime of primary refractory liners and thermocouple assemblies.

National Energy Technology
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PO. Box 10940 Critical tests simulating material failure will be used to select candidate materials for
Pittsburgh, PA 15236-0940 further testing. The research will also examine the feasibility of applying refractory
412-386-6694 repair techniques as a way to shorten system downtime. Material research will consider

richard.dunst@netl.doe.gov developing high thermal conductivity materials that have better resistance to thermal
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cycling, as well as resistance to abrasion and slag corrosion. To understand the failure
mechanisms of thermocouples, research will primarily focus on solutions that more
effectively protect the thermocouple wires from exposure to the corrosive gasifier
environment.

Primary Project Goals

PARTNER

The goals of the project are to identify material failure mechanisms, identify and
develop materials that will extend the lifetime of primary refractor liners in slagging
gasifier systems, shorten system downtime caused by refractory repair and maintenance,

develop repair materials that can reduce installation time and cost, and develop

improved thermocouples/temperature-monitoring techniques.

Albany Research Center

COST

Total ProjectValue
$2.293.600 Accomplishments
DOE/Non-DOE Share

* The mechanism of failure of the refractory bricks has been identified. Forensic
$2,293,600 / $0

analyses of refractory brick removed from commercial gasifiers combined with
laboratory studies of refractory behavior in simulated gasifier environments
indicate that slag penetration and attack of the refractory is the primary cause
of the rapid degradation of the refractory lining in slagging gasifiers.
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* Albany Research Center (ARC) has developed improved refractory materials
for slagging gasifiers by designing a refractory chemistry and microstructure
that can effectively reduce slag penetration and attack. By altering the chemistry
of the high chromium oxide refractory matrix through the addition of a small
amount (< 10 weight percent total) of phosphate- and oxide-based materials,
slag penetration into the refractory brick can be significantly reduced and its
mechanical durability can be greatly increased. As a result, the degree of damage
and the volume of material loss that exposure to the gasifier environment causes
to the refractory are significantly diminished.
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* Post-mortem analyses of spent thermocouples removed from commercial gasifiers
indicate that as with the refractories, slag penetration and attack is one of the
principle mechanisms of rapid thermocouple failure in the gasifier environment.
To reduce thermocouple susceptibility to slag attack, ARC has designed and
has begun testing thermocouple assemblies that incorporate a more slag-resistant
thermocouple sheath and a more slag-resistant filler material.

Benefits

This project will benefit gasification technology development by addressing the need
for improved materials to contain and monitor gasification processes. The research will
identify the primary failure mechanisms of refractories and thermocouple assemblies
in a gasifier environment, and based on that understanding, design improved products
for this application with a lifetime of at least three years. If successful, the research
will double the lifetime of current-technology refractory linings, resulting in savings
of up to $2 million (depending on the size of the gasifier) every three years. In
addition, down-time for refractory relining will be cut in half.
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